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Code Section # C202, C403.1.3, Chapter 6

Brief Description:

Revises MLC requirements for data centers to align with newer version of ASHRAE 90.4-2019 and removes extraneous
information from last code update.

Proposed code change text: (Copy the existing text from the Integrated Draft, linked above, and then use underline for
new text and strikeeut for text to be deleted.)

C202 - Definitions

MECHANICAL LOAD COEFFICIENT (MLC) In a data center the ratlo of the cool|ng system s net use of energy to that
of the ITE. > 5 )

, A ! . The annual MLC is calculated using
hourly IMA’%weather data for the data center’s Iocatlon and equals the sum of all energy flowing into the cooling system
to respond to that weather, minus any energy successfully recovered to avoid any new energy use, all divided by the
energy flowing into the ITE during the same period.

C403.1.3 Data centers. Data center systems shall comply with Sections 6 and 8 of ASHRAE Standard 90.4, with the
following changes:

2.-1.Replace annualized MLC values specified in Table 6.52.1.2 of ASHRAE Standard 90.4 with the following values
as applicable in each climate zone:
Zone 4C Annual MLC for Data Center ITE Design Power < 300 kW =0.16
Zone 5B Annual MLC for Data Center ITE Design Power < 300 kW = 0.16

Chapter 6. Referenced Standards
90.4—2019 Energy Standard for Data Centers_(with Addenda a, b, d, €).....cceeeveeeiiinnnnns C403.1.3

June 11, 2021


https://fortress.wa.gov/ga/apps/SBCC/File.ashx?cid=4613
https://fortress.wa.gov/ga/apps/SBCC/File.ashx?cid=4614

Purpose of code change:

ASHRAE has released an updated version of 90.4 that has substantially reduced MLC values compared to the 2016
version. The WSEC needs to update its references to align with this new version, and also remove provisions that no
longer exist in 90.4-2019.

The table in 90.4-2019 reads as follows and the changes we suggest are shown in red.

Table 6.5 Maximum Annualized Mechanical Load Component (Annualized MLC)

Climate Zones as Listed in HVAC Maximum Annualized MLC for HVAC Maximum Annualized MLC for

ASHRAE Standard 169 Data Center ITE Design Power > 300 kW Data Center ITE Design Power < 300 kW

0A 0.25 0.31

0B 0.28 0.34

1A 0.26 0.31

1B 0.27 0.32

2A 0.23 0.29

3A 0.21 0.27

4A 0.18 0.26

5A 0.16 0.25

6A 0.16 0.24

2B 0.17 0.27

3B 0.17 0.26

4B 0.14 0.24

5B 0.14 0:230.16

6B 0.14 0.24

3C 0.14 0.23

4C 0.14 0:230.16

5C 0.14 0.23

7 0.14 0.23

8 0.13 0.22
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